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January 31, 2020

Ashley Allison, Administrator
Morningstar of Idaho Falls 
4000 South 25th East 
Idaho Falls, ID 83404

Dear Mr./Ms. Allison

On January 24, 2020, a Fire Life Safety Survey was conducted at Morningstar of Idaho Falls.  The facility 
was found to be providing a safe environment for its residents.

Please bear in mind that non-core issue deficiencies were identified on the punch list, a copy of which 
was reviewed and left with you during the exit conference, on January 24, 2020.  The facility must 
correct non-core issue deficiencies within thirty (30) calendar days of the exit conference.  Please ensure 
the deficiencies are corrected for all residents, staff and situations, not just those sampled during the 
survey, and that a plan for monitoring the situation to ensure continued compliance is implemented.  
The team leader will contact you in 7 to 10 days to schedule a post-survey conference.  The purpose of 
this conference is to help you understand how compliance will be determined on the follow-up survey, 
so that you can make certain your corrections are adequate to avoid repeat deficiencies and maintain 
ongoing compliance.

Should you have any questions about our visit, please contact me at (208) 334-6626.

Sincerely,

Sam Burbank, Supervisor
Facility Fire Safety & Construction Program

SB/df
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July 14, 2020

Suzanne Chapple, Administrator
Morningstar of Idaho Falls
4000 South 25th East
Idaho Falls, ID 83404

License #:  RC-1068

Dear Suzanne Chapple:

On January 24, 2020, a Fire Life Safety Survey was conducted at Morningstar of Idaho Falls. As a result of that 
survey, deficient practices were found. The deficiencies were cited at the following level(s):

«POCEORAcceptanceBlock»

This office is accepting your evidence of resolution.

Should you have questions, please contact Sam Burbank, Health Facility Surveyor, Facility Fire Safety and 
Construction Program, at (208) 334-6626, option 3.

Sincerely,

Sam Burbank
Health Facility Surveyor
Facility Fire Safety & Construction Program

SB/lj

mailto:ralf@dhw.idaho.gov


NON-CORE ISSUES

Facility License # Physical Address Phone Number
Morningstar of Idaho Falls RC-1068 4000 South 25th East 208-522-1591
Administrator City Zip Code Survey Date
Ashley Allison Idaho Falls 83404 01/24/2020
Survey Team Leader Survey Type Response Due
Burbank, Sam Fire Life Safety and Sanitation Licensure 02/24/2020

Item # Rule  (16.03.22) Description

1 .405.01.  Medical Gases.
Cadet heaters must maintain 3 feet of clearance on all sides: 
110 stairway had chair placed in front of the heater; Salon had 
makeup table in front of the heater. (corrected 1/24/20)

2 .405.05. Structure, Maintenance, Equipment to Assure Safety.

1) Facility must maintain 2-hour separation from assisted living 
to independent living: 2- hour fire door assembly on first floor 
would not close and latch. 
2) Storage under stairs shall be of a non-combustible type: 
Boxed Christmas tree stored under main stairs. (this item 
corrected 1/24/20)

3 .415.04. Fire Alarm Smoke Detection System Service and Testing. No record of last sensitivity testing completed in the past five 
years.

4 .415.05. Automatic Fire Extinguishing System Service and 
Testing.

Facility was originally constructed in 2008. No record of the 
ten-year dry system UL testing or replacement of dry system 
sprinkler pendants due in 2018


